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Abstract  6 
This paper investigates what level of modelling (zoning or internal load scheduling) is 7 
required to support heating related retrofit decision-making. First, this paper tests the effect of 8 
thermal zoning by incrementally reducing the number of thermal zones from modelling every 9 
room as a separate zone to modelling the house as a single zone. Second, this paper examines 10 
the influence of internal load schedules (occupancy, lighting and equipment schedules) on 11 
prediction accuracy. Actual internal load schedules w re derived from the smart meter data of 12 
666 households collected by the Customer-Led Network Revolution project. Cluster analysis 13 
was applied to extract a set of prototypical schedules to capture major variations across all 14 
households. Last, this paper evaluates the effects of the zoning and internal load scheduling 15 
modelling assumptions in the context of thermal retrofit decision-making.  16 
For the specific parameters studied and the specific building design, the use of different 17 
zoning strategies and different internal load schedules yielded the same ranking of top retrofit 18 
options. For the specific climate and the baseline assumptions for the retrofits, different 19 
cluster schedules resulted in different magnitudes of energy savings, but the ranking of top 20 
retrofit options was not impacted by the choice of h usehold internal load schedules. 21 
However, the actual internal load schedules affected th  energy-saving potentials achievable 22 
by the same set of retrofit options. The case study highlights that the optimal set of retrofit 23 
options selected given the specific physical characte istics of a house is the same regardless 24 














saving potentials achievable by the same retrofit option substantially vary according to the 26 
actual internal load schedules. This finding implies that energy retrofit policies can be 27 
tailored to target certain groups of households select d by clustering their actual energy use 28 
profiles to cost-effectively maximise energy savings from the domestic sector.  29 
 30 
 31 
1. Introduction 32 
The Paris Agreement marks a significant positive step in global action to tackle climate 33 
change. In line with the Paris Agreement, the UK Government has set a target for reducing 34 
carbon emissions to net zero by 2050 (Committee on Climate Change, 2018). In 2017, the 35 
domestic sector occupied 28% of the total final energy consumption in the UK (Department 36 
for Business Energy and Industrial Strategy, 2017). Thus, it is urgent to improve energy 37 
efficiency in the UK domestic sector. Streicher et al. (2017) suggested that large-scale energy 38 
retrofits of residential buildings could have an energy saving potential of up to 84% in 39 
comparison to the current energy demand. Therefore, the appropriate level of energy retrofit 40 
of existing residential buildings could help to achieve the net-zero goal by 2050. The UK 41 
Environmental Audit Committee reported that most old housing stock in the UK is poorly 42 
insulated, and, in 2010, domestic buildings obtained an average Standard Assessment 43 
Procedure (SAP) rating of 53, much lower than the recommended baseline level which 44 
ranges between 65 and 81 (Power and Lane, 2010). The 2008 Climate Change Act sets the 45 
legal energy-saving target of improving the energy efficiency of existing homes through deep 46 
retrofit to achieve the net-zero goal (Institution f Engineering and Technology, 2018). The 47 
Green Deal was launched in 2013 and provided retrofit funding for 14,000 properties during 48 
the policy’s operating period of January 2013 to March 2016 (Department of Energy and 49 














government funding provided, this scheme failed to achieve a notable result as planned and 51 
resulted in substantially lower carbon savings when compared to previous policies (Gooding 52 
and Gul 2017). Thus, it is urgent for policy makers to find a way to maximise the cost-53 
effectiveness of retrofit programs. 54 
Several studies have developed methods based on building energy simulation to 55 
support large-scale retrofit analysis. Caputo, Costa and Ferrari (2013) created 56 56 
representative buildings as a combination of 2 building functions, 4 archetypes, and 7 57 
construction ages to evaluate energy saving strategies at the city-scale. Each representative 58 
building was modelled as a multiple-zone model, andhourly occupancy-related schedules 59 
were defined based on the Swiss Technical Worksheet collected by SIA Merkblatt 2024 60 
(2006). In order to create actual occupancy-related profiles, Shimoda et al. (2003) used the 61 
National Time Use Survey collected by the Broadcasting Culture Research Institute (2000) 62 
for computing schedules associated with occupants’ activities as inputs to multiple-zone 63 
models of 460 dwelling types. They applied a bottom-up approach to modelling every 64 
building of the building stock to predict building end-use energy demand at a large-scale, 65 
accounting for variations in building geometries, thermal properties, and system types. Tian 66 
et al. (2015) developed an automated programming code f r extracting building geometric 67 
information from GIS and creating EnergyPlus models of individual buildings. They applied 68 
the zoning strategy of modelling one single zone for parts of a building with similar functions, 69 
and highlighted the necessity of an appropriate modelling strategy (multiple-zone vs one-70 
zone) for large-scale energy analysis.  71 
The predictive performance of the simulation model pends greatly on assumptions 72 
and simplifications made in the model and the reliability of the model input parameters 73 
(Ghiassi et al., 2017). Indeed, a modelling process often involves subjective judgement to 74 














simplifications often made in the simulation process include reducing the number of thermal 76 
zones and using typical occupancy-related schedules sp cified in national standards. The 77 
common practice for thermal zoning is combining rooms with similar activities into one zone, 78 
but further simplications of modelling a building as  single-zone have been observed in 79 
urban-scale energy studies to facilitate modelling a large number of buildings (Tian et al., 80 
2015; Heo et al., 2015; Booth and Choudhary, 2013). In general, many building-scale studies 81 
use the typical occupancy-related schedules specified in national standards for energy 82 
performance simulation (Heiple and Sailor, 2008; Dascalaki et al., 2011; Ballarini et al., 83 
2014). These simplifications, however, unavoidably affect the accuracy of model outputs, 84 
which may possibly bias retrofit decision-making.  85 
Several studies have investigated the effect of modelling simplications on the accuracy 86 
of energy predictions. Korolija and Zhang (2013) compared the prediction accuracy of 87 
detailed simulation models for domestic buildings in which every room is modelled as a 88 
separate zone and simplified simulation models in which each floor is modelled as a single 89 
zone. The comparative study indicated that the simplified thermal zoning strategy reduced the 90 
simulation time by 30% on average and resulted in the mean absolute relative error of 10.6% 91 
for predicting annual heating demands. Harrou et al. (2016) also investigated the effect of 92 
thermal zoning strategies on heating demand predictions. The simulation results indicate that 93 
single-zone simulation yields roughly half the annual heating demand prediction of multiple-94 
zone simulation. However, limited research has been do e on evaluating the effect of 95 
modelling simplications on selecting appropriate target groups and retrofit options. 96 
This paper aims to investigate the role of major modelling assumptions in model-based 97 
retrofit analysis through a case study of a semi-detached house in the UK. Section 2 will 98 
present the details of this case study, including building components, locations and occupants, 99 














zoning is sufficient to support the energy analysis of domestic buildings. To answer this 101 
question, we reduce the number of thermal zones incrementally in the case study and 102 
compare the simulation results predicted by different l vels of thermal zoning strategies. 103 
Section 4 will examine the use of actual internal load profiles for the energy analysis of 104 
domestic buildings. The details of the smart meter data and how it is representative for this 105 
case study building will also be discussed in section 2. Section 4 will compare simulation 106 
results predicted with four different methods for specifying an internal load schedule: (a) 107 
typical schedule in standards according to the Nation l Calculation Method (BRE, 2015), (b) 108 
average schedule derived from the dataset, (c) a set of cluster centroids derived from the 109 
actual internal load profiles, and (d) all schedules from the dataset. Section 5 will evaluate the 110 
effect of modelling assumptions in the context of retrofit decision-making, in which the 111 
energy saving potentials of different retrofit optins are evaluated and rankings of retrofit 112 
options are compared for the case study. The following five retrofit options are considered for 113 
analysis: (A) added wall insulation, (B) added roof insulation, (C) infiltration treatment, (D) 114 
energy-efficient light, and (E) window replacement. These five retrofit measures were 115 
selected on the basis of recent papers on the retrofit analysis of British houses (Ben and 116 
Steemers, 2017; Booth and Choudhary, 2013).  117 
 118 
 119 
2. Introduction of the case study 120 
The semi-detached house was selected as a case study because it is the second most prevalent 121 
dwelling type in 2015, occupying 26% of the UK housing stock (Department for 122 
Communities and Local Government, 2017). Based on Hamilton et al. (2013), the average 123 
gas demand per household was 17,533 kWh per year for  semi-detached house, 22,823 kWh 124 














year for a flat. Trotta (2018) indicated that couples with independent child(ren) living in 126 
detached or semi-detached houses built before 1990 and with a length of residence higher 127 
than one year are more likely to invest in retrofit measures.  128 
The case house consists of a lounge, dining room, kitchen and bathroom on the ground 129 
floor and bedrooms and a bathroom on the first floor, with the total floor area of 98 square 130 
metres. Figure 2 in section 3 shows the original layout of the house (the kitchen faces North). 131 
It was assumed that the representative house is occupied by a working couple with two 132 
children. The case study location was selected in the suburban area of London, thus the 133 
weather data of London Gatwick was used in the simulation. In this climate region, radiators 134 
and boilers provide heating for the vast majority of h uses. The construction materials were 135 
assumed based on BRE National Calculation Method (BRE, 2015), as shown in Table 1. 136 
 137 
Table 1 Assumption of building materials based on the case study 138 
Components U-value 
Wall 0.37 W/m2K 
Roof 0.26 W/m2K 
Window 1.96 W/m2K 
 139 
To specify internal heat gains and indoor temperature settings in this case study, we 140 
used standard schedules specified in the National Calculation Method (NCM) in the 141 
simulation, downloaded from the Building Research Establishment (BRE) website (BRE, 142 
2015). Internal load density values from occupants, lighting, and equipment and heating 143 
temperature setpoints during occupied and unoccupied hours are presented in Table 2. In 144 
addition, Figure 1 shows the standard hourly heat gain schedules from occupants, lighting, 145 
and equipment for each room type, which were derived by multiplying its internal load 146 














magnitude of heat gains from occupants is negligible in comparison to that from lighting and 148 
equipment. The kitchen has much higher lighting andequipment power densities than other 149 
rooms, which have relatively similar power density values. Particularly, peak equipment heat 150 
gains in the kitchen are predominantly much higher (roughly 10 times higher) than those in 151 
the other rooms. As British domestic houses are typically equipped with a boiler for heating 152 
and rely on natural ventilation for cooling, this study considers only heating setpoint 153 
temperatures that impact the energy consumption. In the NCM, the lounge has a higher 154 
heating setpoint temperature (21°C) during occupied hours than the other rooms, which are 155 
set at 18°C. All the rooms are set back to 12°C during non-occupied hours. In addition, the 156 
heating schedule varies per room type; heating is provided to the bedroom during the night 157 
time (from 20:00 to 8:00), to the lounge during theafternoon and evening (from 14:00 to 158 
22:00), and to the other rooms during the morning ad evening.  159 
 160 












Lounge 53.3 7.5 3.9 21 12 
Dining 59.1 7.5 3.1 18 12 
Bathroom 53.4 7.5 1.7 18 12 
Kitchen 42.2 15.0 30.3 18 12 
Bedroom 43.6 5.0 3.6 18 12 
Corridor 64.5 5.0 1.6 18 12 















Figure 1 Standard hourly heat gains and heating setpoint temperature schedules 164 
 165 
In section 4, we use selected smart meter data to derive average internal load schedules 166 
and a set of cluster centroids that are representative of all actual profiles within each cluster. 167 
The domestic electricity use dataset was collected by the Customer-Led Network Revolution 168 
(CLNR, 2015) during the period between May 2011 and September 2013. Information 169 
regarding household characteristics (such as number of residents, family composition, 170 
employment status, level of earnings) was not provided by the report, but the report grouped 171 
all households into 15 mosaic types based on Experian (2018). By considering the selected 172 
location of this case study, we selected the mosaic Group F “Suburban Mindsets” for further 173 
analysis, which is defined as “maturing families on mid-range incomes living a moderate 174 
lifestyle in suburban semis” (Experian, 2018). According to Experian (2018), Suburban 175 
Mindsets are mostly married people of middle age, living together with their children in 176 
family houses built between the 1930s and the 1960s. Typically, these homes conform to one 177 
of a limited number of designs for semi-detached houses which were popular during the 178 














typically middle class and skilled working class families looking for a comfortable house in 180 
which to bring up a family. The Suburban Mindsets group properly matches the households 181 
of representative buildings as the case study occupants were assumed to be maturing families 182 
on mid-range incomes living a moderate lifestyle, including a working couple with one or 183 
two child(ren). 184 
 185 
 186 
3. Thermal zoning 187 
This section examines the effect of thermal zoning o  prediction accuracy through a case 188 
study. Figure 2 presents the original plan and three st ps in which the thermal zoning of the 189 
house is incrementally simplified. First, every room f the house is modelled as a single zone 190 
to represent the actual house layout. Then, Step 1 combines rooms with similar space types 191 
into one thermal zone. This step represents a common thermal zoning strategy in practice in 192 
which rooms with similar characteristics (e.g., same use and operation schedules, orientation, 193 
and perimeter vs core areas) are grouped into a single thermal zone. The bathrooms on the 194 
ground floor and on the first floor are combined with circulation areas into a new thermal 195 
zone, as the floor area of bathrooms and circulation areas are small and the use of electrical 196 
appliances in these two types of zone is very low. Then, Step 2 combines all rooms on the 197 
same floor into one thermal zone, and Step 3 models th  entire house as one single zone. 198 
These two steps (Steps 2–3) are often used in large-scal  energy analysis where the cost-199 
effectiveness of the modelling process is key to modelling every building of the building 200 















Figure 2 Incremental simplications in thermal zoning 203 
 204 
We selected EnergyPlus to create the energy simulation models of the studied house 205 
with four levels of zoning strategies for three reasons: first, EnergyPlus is a reliable 206 
simulation tool for building performance simulation; second, the idf profiles generated by 207 
EnergyPlus could be modified in Matlab for multiple simulation runs in section 4; third, 208 
EnergyPlus has the function of group simulation which could automatically run thousands 209 
times of simulations by one click. In simulation, the occupancy schedules, as well as lighting 210 
and appliance schedules were revised in EnergyPlus for each thermal zone by area-weighted 211 
averaging of all density values and diversity profiles of rooms that fell into the same zone, 212 
respectively. For instance, for Step 1, the dining room and lounge were combined into one 213 



























After multiple simulation runs in EnergyPlus, Table 3 summarises the annual electricity 216 
and heating demand predictions with different numbers of thermal zones in comparison to 217 
modelling every room as a zone based on the actual house layout. Overall, the simplified 218 
zoning strategies have a minor effect on the lighting electricity use prediction, but they result 219 
in much larger differences in the prediction of equipment electricity use. This disparity 220 
occurs in Step 2 due to large differences in the equipment diversity profile between the 221 
kitchen and the other rooms. The kitchen with the small floor area has the highest equipment 222 
power density value with only a two-hour peak period and quite low diversity values for the 223 
non-peak period, whereas the other rooms have a longer period of peak hours. In Step 2, the 224 
average diversity profile for a thermal zone of the ground floor is calculated from all diversity 225 
profiles of different rooms with area weighting and, consequently, has higher hourly diversity 226 
values than the original one for the kitchen. The percentage values in the second part of Table 227 
3 were calculated by first subtracting the annual demand prediction of each step from the 228 
original annual demand prediction, and then the differences were divided by the original 229 
demand. As the result, for the specific parameters studied and the specific building design, 230 
Steps 2 and 3 over-predict the annual equipment elec ricity demand by roughly 21%, and the 231 
total electricity demand by 11% and 8%, respectively. 232 
 233 
Table 3 Comparison of annual demand predictions in thermal zoning 234 
 Lighting (kWh) Equipment (kWh) Electricity (kWh) Heating (kWh) 
Original 1567 1388 2955 6199 
Step 1 1572 1382 2954 5774 
Step 2 1604 1688 3292 5143 
Step 3 1505 1679 3184 4581 














Step 1 0.3% -0.4% 0.0% -6.9% 
Step 2 2.4% 21.6% 11.4% -17.0% 
Step 3 -4.0% 21.0% 7.7% -26.1% 
(Note: Electricity [kWh] = Lighting [kWh] + Equipment [kWh]) 235 
 236 
4. Internal load scheduling 237 
This section examines whether using actual internal lo d profiles is necessary to provide 238 
accurate energy predictions by comparing energy predictions with actual internal load 239 
schedules against those with assumptions from national standards. The standard schedules 240 
used in this section are the average density values and associated diversity profiles computed 241 
by area-weighted averaging of standard density values and diversity profiles of rooms based 242 
on the National Calculation Method (BRE, 2015). We note that the standard heating set-point 243 
profiles in Figure 1 were used without adjustment based on the smart meter data, as 244 
information about the temperature settings was not available in the dataset used for analysis.  245 
In this section, we tested the single-zone simulation with the internal load data collected 246 
by the Customer-Led Network Revolution (CLNR, 2015) project. Based on the reasons 247 
explained in section 2, the group F “Suburban Mindsets” was chosen for further analysis, and 248 
666 out of the total 9200 recorded households (7.24%) were finally selected. Figure 3 249 
presents the profiles of average hourly electricity onsumption at each hour of the day of 250 
weekdays and weekends that fall under the group F classification. Overall, a similar trend is 251 
observed across individual household schedules although substantial variation exists. In the 252 
weekday schedule, peaks occur sharply around 8am for a short period, the curve is relatively 253 
smooth during 8am and 6pm, and another peak occurs for a longer period between 5pm–254 
10pm. The weekend profile also shows two peak periods, ne in the morning and the other in 255 
the evening, but the trend is smoother than the weekday one. As noticeable differences 256 














internal load schedules of individual households for weekdays and weekends for further 258 
analysis. 259 
  
Figure 3 Average hourly electricity consumption at weekday (left) and weekend (right)  260 
 261 
The average hourly electricity consumption at each hour of the day was calculated for 262 
each household as internal load schedules, and examples are shown in Figure 3. The internal 263 
load schedules derived from the electricity data were used as the model input for hourly 264 
internal loads for lighting and equipment. However, this simulation method may result in a 265 
simulation gap between the actual consumption and pre icted results. For instance, fridges 266 
may consume a different amount of energy than they dispose as heat gain in the space, or at 267 
least they may have a time lag between the time electricity is consumed and the time heat is 268 
dissipated in the kitchen. Those discrepancies are acc ptable, as the electricity consumed by 269 
the fridge is relatively small when compared with oer domestic appliances. 270 
Cluster analysis is a convenient method used to deal with thousands of electricity daily 271 
profiles, to effectively capture variability in the actual internal load profile and extract the 272 
representative profile for each household. We performed K-means cluster analysis to 273 
effectively capture major variability in the actual internal load schedule with a small set of 274 
schedules. K-means uses an iterative process that assigns customers into groups based on the 275 














aims to partition n observations into K subsets so a  to minimize the within-cluster sum of 277 
squares, and where µj is the geometric centroid of the data points in Sj in order to achieve a 278 
global minimum for J. Figure 4 shows the prediction accuracy of using different numbers of 279 
cluster centroids used as representative schedules for all household schedules falling under 280 
each cluster, in comparison to using all individual household schedules. The prediction 281 
accuracy is quantified in terms of the coefficients of variation of the root mean square error 282 
(CVRMSE) that is obtained by computing the square root of the mean square error between 283 
actual profiles and the corresponding cluster centroid and normalising it by the mean of the 284 
actual profiles. When the number of clusters increases from 1 to 5, the CVRMSE value drops 285 
dramatically from 0.50 to 0.30, and further drops to 0.27 when the number of clusters 286 
increases to 10. As the number increases from 10 to 30 clusters, the CVRMSE value 287 
gradually decreases from 0.27 to 0.24. Based on these r sults, we selected 10 clusters that 288 
sufficiently capture the variability in the actual schedule. One thing to note is that the 289 
possible number of clusters can be also determined by using statistical methods such as gap 290 
statistics (Tibshirani et al., 2001) and the Davies-Bouldin index (Mcloughlin, 2013). 291 
 292 















Figure 5 presents 10 cluster centroids of hourly weekday and weekend schedules in 295 
comparison to the average hourly schedule of the entire dataset. Overall, all the centroid 296 
schedules indicate a similar pattern of internal loads; internal loads rise from 5am, 297 
continuously increase until 8am, and gradually decrease or remain constant until 3pm. Then, 298 
they increase again until reaching the peak load around 6pm and gradually decrease until 299 
midnight. However, the trend is slightly different between the weekday and weekend profiles. 300 
From 8am to 4pm, the average profiles (red dotted line) for the weekend are higher than for 301 
the weekday as the house is more likely to be occupied during the weekends. There are 302 
differences between clusters, as some clusters (such as Clusters 4, 5 and 10) have peaks 303 
during 12am and 4pm, but some clusters (such as Clusters 1 and 5) have a constant value but 304 
are slightly higher than the equivalent value on weekdays. 305 
Although the timing of changes in the internal load is similar across the clusters, the 306 
cluster centroids show distinct differences in the magnitude of base loads and peak loads. 307 
Clusters 1 and 6 show consistently lower base loads with smaller peak loads than the average 308 
schedule. Clusters 3, 7, and 8 show a relatively similar trend to the average schedule, with 309 
slight differences in the peak shape. Clusters 4 and 10, on the other hand, show spiky peaks 310 
with much higher magnitudes whereas Cluster 5 shows con tantly higher base and peak loads. 311 
In order to test whether the centroid schedules well reflect all household schedules included 312 
in each cluster, all the household schedules for selected clusters are plotted in Figure 6 and 313 
visually inspected in terms of the similarity among i dividual schedules. Individual schedules 314 
within each cluster show variation, and some spikes n individual schedules were smoothed 315 
by the cluster analysis and not represented in the cluster centroids. Nevertheless, the cluster 316 
centroids capture the major trend of changes in the internal load pattern observed across the 317 















Figure 5 Ten cluster centroids of weekday and weekend schedules (legend indicates the 320 
cluster number and the number of households falling in each cluster) 321 
 322 
Figure 6 All household schedules falling under each cluster for selected clusters 323 
 324 
In order to evaluate the effect of internal load schedules on the prediction, we compared 325 
the simulation results with different internal load schedules derived from the electricity 326 














single-zone model of the two-storey house (Step 3 model) was used to analyse the effect of 328 
internal load schedules on electricity and heating demand predictions. The internal load 329 
schedules derived from the electricity data were usd as the model input for hourly internal 330 
loads from lighting and equipment. As the electricity data does not provide information about 331 
occupant heat gains, this simulation study uses the s andard occupant heat gain schedule 332 
derived from NCM and, hence, does not account for variation in the actual occupant heat 333 
gains for heating demand predictions. However, as occupant heat gains are negligible in 334 
comparison to those from lighting and equipment (shown in Figure 1), model outcomes 335 
which consider variability only in lighting and equipment heat gains are sufficiently reliable 336 
to draw valid modelling recommendations related to in ernal load scheduling.  337 
Figure 7 presents the annual electricity and heating demand predictions computed using 338 
the input schedules of 1) the average density values and diversity profiles computed by area-339 
weighted averaging of standard schedules for each room specified in NCM, 2) the average 340 
profiles derived from the actual profiles of 666 households, 3) the 10 cluster centroid 341 
schedules derived from the profiles of the 666 households, and 4) the individual internal load 342 
profiles of the 666 households. For the specific parameters studied and the specific building 343 
design, the standard schedule produces electricity and heating demand predictions that 344 
closely match those predicted by the average schedule. The annual electricity and heating 345 
demand predictions with different centroid schedules vary significantly between 1,600–6,800 346 
kWh and between 3,200–5,400 kWh, respectively.  347 
This large variation suggests that, for this specific ase study, obtaining actual internal 348 
load schedules of specific households substantially mproves the accuracy of the building 349 
energy prediction. The simulation results using 10 cluster schedules effectively cover the 350 














which shows the potential value of developing a small set of occupancy-related schedules to 352 
predict a plausible range of energy predictions in an efficient manner.  353 
  
Figure 7 Annual electricity demand (left) and heating demand (right) predictions using 354 
different internal load schedules 355 
 356 
In addition to annual predictions, we further evaluate the effect of using different 357 
internal load schedules on average hourly heating demand predictions in January. Figure 8 358 
presents the simulation results of the average hourly heating demand predicted in EnergyPlus. 359 
Overall, the results predicted with the standard schedule from the National Calculation 360 
Method (green line) align well with the average profiles of all 666 actual internal load 361 
schedules (red line). This comparison indicates that, for the specific parameters studied and 362 
the specific building design, the standard schedule erived from the NCM is sufficient to 363 
reliably predict the average energy behaviour of domestic buildings on an hourly time scale. 364 
Additionally, hourly demand predictions with different centroid schedules resulted in almost 365 















Figure 8 Average hourly heating demands for January 368 
 369 
 370 
5. Retrofit analysis 371 
The effect of various retrofit options on the energy performance of UK houses has been 372 
tested in recent research papers. Hardy et al. (2018) tested the effect of internal and external 373 
solid wall insulation, using the recorded data of electricity, gas and temperature readings 374 
before and after the retrofit. It was found that 8 of the 14 houses presented a significant 375 
decrease in daily gas use and 6 of the 14 houses showed a decrease in daily electricity use. 376 
Ben and Steemers (2017) compared the energy saving potential from eight retrofit measures 377 
(the insulation of external walls, ground floor, loft, ceiling, window, and tank/pipes, with 378 
boiler upgrade and smart control) across five household behavioural patterns (active spender, 379 
conscious occupier, average user, conserver, and inactive user), by simulation of a mid-380 
terraced house. 381 
This section investigates the effect of thermal zoning and internal load scheduling on 382 
retrofit decisions. Table 4 presents five retrofit ptions considered for the case building: (A) 383 
added wall insulation, (B) added roof insulation, (C) infiltration treatment, (D) energy-384 














evaluated in terms of the annual energy saving from space heating demand. These five 386 
retrofit measures were selected on the basis of recent papers on the retrofit analysis of British 387 
houses (Ben and Steemers 2017; Booth and Choudhary 2013; Hall et al. 2013). 388 
 389 
Table 4 List of different retrofit options 390 
 Retrofit options Detail  
(A) Wall insulation Improve the wall U-value from 0.37 W/m2K to 0.19 W/m2K by adding 
an extra extruded polystyrene layer with air cavity. 
(B) Roof insulation Improve the roof U-value from 0.26 W/m2K to 0.13 W/m2K by adding 
an extra glass wool layer 
(C) Infiltration treatment Reduce infiltration rate from 1 ACH to 0.5 ACH through improved 
draught proofing 
(D) Energy-efficient light Improve lighting efficiency by 20%, from 5 W/m2-100 lux to 4 W/m2-
100 lux 
(E) Window replacement Replace double glazing with tr ple glazing and improve U-value from 
1.96 W/m2K to 1.40 W/m2K, Visible Transmittance from 0.74 to 0.68, 
and Solar Heat Gain Coefficient (SHGC) from 0.69 to 0.63 
 391 
First, we evaluated the effect of different thermal zoning strategies on predicting 392 
relative percentage energy saving estimates of retrofit options and resulting retrofit decisions. 393 
Table 5 presents the relative percentages of annual energy saving estimates of five retrofit 394 
options predicted with the four different levels of thermal zoning strategies as described in 395 
Section 3. Although the different thermal zoning strategies resulted in a discrepancy of up to 396 
26% in baseline energy predictions (in Table 3), they result in the similar ranking of retrofit 397 
options (in Table 5); infiltration treatment (option C) is the most preferred option, followed 398 














retrofits, not only do all zoning strategies identify he same set of two retrofit options as the 400 
most effective measures that far outperform the others, but they produce similar energy 401 
saving estimates for all retrofit options.  402 
 403 
Table 5 Relative percentage in annual energy saving estimates of retrofit options predicted 404 
with different thermal zoning strategies 405 
Retrofit Option Original Step 1 Step 2 Step 3 
(A) 14.5% 14.3% 13.5% 14.1% 
(B) 2.9% 3.0% 2.9% 2.9% 
(C) 20.7% 17.0% 20.9% 21.9% 
(D) 2.9% 3.6% 3.8% 3.9% 
(E) 1.7% 1.8% 1.8% 1.9% 
 406 
Second, we evaluated the relative percentage energy saving estimates of using single-407 
zone simulation with actual internal load profiles. Figure 9 presents the mean and standard 408 
deviation of relative percentage energy saving estimates of the five retrofit options predicted 409 
with individual profiles of the 666 households. In terms of the average performance, option C 410 
was selected as the best choice, but possible energy saving predictions ranged from about 13% 411 
to 30% for different households. Among the five retrofi  options, retrofit options A and C 412 
showed much higher energy-saving potential than the o r three options, but also showed a 413 
high variation in the annual energy saving prediction. This suggests that, in this case study, 414 
for the specific climate and the baseline assumptions f r the retrofits, retrofit options A and C 415 
were highly impacted by the energy-use behaviour of occupants. It is admitted that there are 416 
constant-on internal loads that are not linked with the occupants, such as the electricity use by 417 
a fridge, but the differences are acceptable as the electricity use by a fridge is relatively small 418 















Figure 9 Boxplot of annual energy saving estimates from the five retrofit options predicted 421 
with individual profiles of the 666 households 422 
 423 
Table 6 presents the annual energy saving estimates of the five retrofit options 424 
predicted using the standard schedule derived from the National Calculation Method and 425 
using each of the 10 cluster centroid schedules. Similar to retrofit decisions derived using 426 
different thermal zoning strategies (shown in Table 5), Table 6 shows that option C is 427 
selected as the best choice regardless of the internal load schedules, followed by option A. It 428 
highlights that the optimal set of retrofit options selected in this case study remains the same 429 
regardless of differences in energy-use behaviour. However, differences in the energy-use 430 
behaviour result in substantially different energy saving estimates. For instance, in Table 6, 431 
the Cluster 5 schedule yields the smallest magnitude of annual energy savings from the top 432 
two options: 10% and 15% from options A and C, respectively. In contrast, the Cluster 6 433 
schedule produces the highest magnitude of energy savings, 16% and 26% from the same 434 
options in the same order. This difference indicates that certain groups of households have 435 
larger energy saving potential depending on the intrnal load pattern that is highly related to 436 















Table 6 Annual energy saving estimates (%) of retrofit opti ns predicted by the standard 439 
schedules and 10 cluster schedules 440 
 
Standard C1 C2 C3 C4 C5 C6 C7 C8 C9 C10 
(A) 14.1 14.9 11.9 14.2 11.0 9.9 16.4 13.0 13.6 12.6 11.5 
(B) 2.9 3.0 2.4 2.9 2.2 2.0 3.3 2.6 2.7 2.5 2.3 
(C) 21.9 23.4 18.2 22.2 16.7 14.8 25.8 20.1 21.1 19.4 17.5 
(D) 3.9 2.0 3.3 2.3 3.6 4.0 1.4 2.8 2.6 3.0 3.4 
(E) 1.9 2.0 1.7 1.9 1.7 1.6 2.1 1.8 1.9 1.8 1.7 
 441 
In addition, we investigated whether the cluster centroid profiles are representative of 442 
the households within each cluster. Particularly we looked into the retrofit options A and C as 443 
they were identified as the top choices and their prformance was substantially impacted by 444 
internal load schedules. Figure 10 illustrates the ranges of annual energy saving potential of 445 
retrofit options A and C, predicted with the 666 actu l internal load profiles grouped by 10 446 
clusters (left-side) and with the 10 cluster centroid profiles (right-side). The average 447 
prediction with individual household profiles in each cluster is very similar to the single 448 
prediction with the corresponding cluster centroid profile. This comparison indicates that the 449 
cluster centroid profiles could be used to predict the overall energy-saving performance of 450 

















Figure 10 Prediction of annual energy savings of retrofit opti ns A and C with the 666 actual 453 
profiles grouped by 10 clusters (left) and the 10 cluster centroid profiles (right) 454 
 455 
For the specific climate and the baseline assumptions f r the retrofits, the analysis 456 
results from this specific case suggest that the optimal set of retrofit options is not impacted 457 
by the household internal load schedules, but higher en rgy-saving potentials achievable by 458 
the set of retrofit options is substantially impacted by the internal load schedules. The results 459 
from this study are consistent with existing research findings. Marshall et al. (2016) 460 
investigated the effectiveness of three retrofit measures (boiler upgrade, roof insulation, wall 461 
insulation) for three occupancy patterns (working family, working couple, day-time present 462 
couple) and concluded that the energy saving depends o  the occupancy patterns of the 463 














impacted by occupancy-related internal load schedules. However, unlike this case study, Ben 465 
and Steemers (2017) concluded that the optimal ranking of energy efficiency measures varied 466 
across five behavioural patterns. The difference might be because the household energy-use 467 
behaviour considered in this study is limited to adjusting the simulation assumptions of 468 
internal load schedules, but not considering the actual temperature setting for each single 469 
room of each household. However, the aim of this study is to analyse the retrofit options at 470 
the large scale, and it is not possible to obtain their temperature setpoint in the real case. 471 
 472 
 473 
6. Conclusion 474 
This paper investigated the effect of zoning and internal load scheduling assumptions on the 475 
large-scale retrofit analysis of domestic buildings. Through the case study of the British semi-476 
detached house, the effect of simplications commonly made in thermal zoning and internal 477 
load scheduling was examined in terms of the baseline prediction accuracy and retrofit 478 
decisions. For the specific parameters studied and the specific building design, the common 479 
thermal zoning strategy of combining rooms with similar thermal characteristics into a zone 480 
underestimates the annual heating demand by 7% in comparison to modelling every room as 481 
a separate zone, and modelling a single zone model f r the entire house underestimates the 482 
annual heating demand by 24%.  483 
In order to evaluate the value of using actual internal load schedules, cluster analysis 484 
was applied to the electricity interval data of 666 homes to generate a set of prototypical 485 
schedules that effectively capture variability across households. For this specific case, the 486 
EnergyPlus simulation results using the National Calcul tion Method standard schedule show 487 
a good agreement with predictions made using the average schedule derived from the 488 














large variation in the prediction, which suggests that using the actual internal load schedules 490 
of specific households could substantially improve th accuracy of the building energy 491 
prediction.  492 
The effect of different zoning and internal load scheduling strategies was examined in 493 
the context of large-scale retrofit decision-making. The use of different zoning strategies and 494 
different internal load schedules all selected the retrofit option C (infiltration treatment) as the 495 
best choice, which suggests that, for the specific limate and the baseline assumptions for the 496 
retrofits, the most simplified thermal zoning strategy (modelling the entire house as a single 497 
zone) is sufficient to reliably evaluate the performance of different retrofit options. In this 498 
case study, options A and C (wall insulation, and ifiltration treatment) are the top two 499 
retrofit options, but the variations in the energy saving potential are large for these top retrofit 500 
options. It was also found that the level of energy saving potential achievable by the same set 501 
of retrofit options substantially depends on the int r al load schedules of each household. In 502 
addition, the case study demonstrated that the internal load schedules derived on the basis of 503 
the cluster analysis effectively predict the averag energy saving prediction of retrofit options 504 
for all clusters. It may appear that the comparative result analysis is more likely a validation 505 
to the simulation results, as different zoning and internal load scheduling strategies all result 506 
in selecting the same retrofit options. In the retrofit analysis, the energy saving potential of 507 
different clusters is diverse, which implies that the information of household internal load 508 
schedules can be valuable for urban-planners for the decision-making between retrofitting 509 
scenarios. For instance, simulations with smart meter data could help to identify the target 510 
retrofit groups with higher energy-saving potential. C uster analysis of the electricity data 511 
from smart meters is a useful method to understand occupancy-related schedules of 512 
households and cost-effectively maximise the energy saving potential of the limited retrofit 513 














There is a need to note that the heating set-point temperature is not included under the 515 
scope of this paper due to lack of data, and neither s socio-economic analysis within the 516 
scope of research. This paper only explored the use of actual internal load profiles used for 517 
the simulation of electricity scheduling strategies. This paper is not aimed at generalising the 518 
findings and conclusions from a single case study. Similar studies should be expanded to 519 
address more building designs in different climate conditions. Overall, this study has 520 
contributed to the understanding of how occupancy patterns affect the energy savings 521 
achievable using different retrofit measures, and aims to propose an effective method that 522 
could be used for urban-planners, modellers, and policy-makers for large-scale retrofit 523 




Ballarini, I., Corgnati, S. P., & Corrado, V. (2014). Use of reference buildings to assess the 528 
energy saving potentials of the residential building stock: The experience of TABULA 529 
project. Energy Policy, 68, 273–284. https://doi.org/10.1016/j.enpol.2014.01.027 530 
Ben, H., & Steemers, K. (2017). Tailoring domestic retrofit by incorporating occupant 531 
behaviour. Energy Procedia, 122, 427–432. 532 
https://doi.org/10.1016/j.egypro.2017.07.421 533 
Booth, A. T., & Choudhary, R. (2013). Decision making under uncertainty in the retrofit 534 
analysis of the UK housing stock: Implications for the Green Deal. Energy and 535 
Buildings, 64, 292–308. https://doi.org/10.1016/j.enbuild.2013.05.014 536 
BRE. (2015). National Calculation Methodology Database. https://doi.org/http://www.uk-537 
ncm.org.uk/disclaimer.jsp 538 














Survey, in Japanese. Japan. 540 
Caputo, P., Costa, G., & Ferrari, S. (2013). A supporting method for defining energy 541 
strategies in the building sector at urban scale. En rgy Policy, 55, 261–270. 542 
https://doi.org/10.1016/j.enpol.2012.12.006 543 
CLNR. (2015). Insight Report: Baseline Domestic Profile - Test Cell 1a Customer Subgroup 544 
Analysis. Retrieved from http://www.networkrevolution.co.uk/project-library/insight-545 
report-domestic-baseline-profile/ 546 
Committee on Climate Change. (2018). Reducing UK emissions: 2018 Progress Report to 547 
Parliament. Retrieved from www.theccc.org.uk/publications 548 
Dascalaki, E. G., Droutsa, K. G., Balaras, C. A., & Kontoyiannidis, S. (2011). Building 549 
typologies as a tool for assessing the energy performance of residential buildings - A 550 
case study for the Hellenic building stock. Energy and Buildings, 43(12), 3400–3409. 551 
https://doi.org/10.1016/j.enbuild.2011.09.002 552 
Department for Business Energy and Industrial Strategy. (2017). Digest of United Kingdom 553 
Energy Statistics 2017. London. 554 
Department for Communities and Local Government. (2017). 50 years of the English 555 
Housing Survey. 556 
Department of Energy and Climate Change. (2016). Household Energy Efficiency Headline 557 
Release. London. 558 
Experian. (2018). Experian Mosaic. London. 559 
Ghiassi, N., Tahmasebi, F., & Mahdavi, A. (2017). Harnessing buildings’ operational 560 
diversity in a computational framework for high-resolution urban energy modeling. 561 
Building Simulation. https://doi.org/10.1007/s12273-017-0356-1 562 
Gooding, L., & Gul, M. S. (2017). Achieving growth within the UK’s Domestic Energy 563 














forward. Energy Policy, 105, 173–182. https://doi.org/10.1016/j.enpol.2017.02.04  565 
Hamilton, I. G., Steadman, P. J., Bruhns, H., Summer, A. J., & Lowe, R. (2013). Energy 566 
efficiency in the British housing stock: Energy demand and the Homes Energy 567 
Efficiency Database. Energy Policy, 60, 462–480. 568 
https://doi.org/10.1016/j.enpol.2013.04.004 569 
Hardy, A., Glew, D., Gorse, C., & Fletcher, M. (2018). Energy & Buildings Validating solid 570 
wall insulation retrofits with in-use data. Energy and Buildings, 165, 200–205. 571 
https://doi.org/10.1016/j.enbuild.2018.01.053 572 
Harrou, D., Ghrissi, F., Boutriq, B., Chentoufi, M., & Dlimi, L. (2016). Simulation Study of 573 
Thermal Zoning and its Impact on energy balance shet of Building. Innovative Space of 574 
Scientific Research Journals, 21(1), 140–149. 575 
Heiple, S., & Sailor, D. J. (2008). Using building energy simulation and geospatial modeling 576 
techniques to determine high resolution building sector energy consumption profiles. 577 
Energy and Buildings, 40(8), 1426–1436. https://doi.org/10.1016/j.enbuild.2008.01.005 578 
Heo, Y., Augenbroe, G., Graziano, D., Muehleisen, R. T., & Guzowski, L. (2015). Scalable 579 
methodology for large scale building energy improvement: Relevance of calibration in 580 
model-based retrofit analysis. Building and Environment, 87, 342–350. 581 
https://doi.org/10.1016/j.buildenv.2014.12.016 582 
Institution of Engineering and Technology. (2018). Scaling Up Retrofit 2050. Nottingham. 583 
Korolija, I., & Zhang, Y. (2013). Impact of model simplification on energy and comfort 584 
analysis for dwellings. 13th Conference of International Building Performance 585 
Simulation Association, 1184–1192. Retrieved from 586 
http://www.ibpsa.org/proceedings/BS2013/p_1502.pdf 587 
Marshall, E., Steinberger, J. K., Dupont, V., & Foxon, T. J. (2016). Combining energy 588 














residential context. Energy and Buildings, 111, 98–108. 590 
https://doi.org/10.1016/j.enbuild.2015.11.039 591 
Mcloughlin, F. (2013). Characterising Domestic Electricity Demand for Customer Load 592 
Profile Segmentation. Dublin Institute of Technology. 593 
Power, A., & Lane, L. (2010). Housing Futures: Our Homes and Communities - A report for 594 
the Federation of Master Builders. London. 595 
Shimoda, Y., Fujii, T., Morikawa, T., & Mizuno, M. (2003). Development of Residential 596 
Energy End-Use Simulation Model at City Scale. Eighth International IBPSA 597 
Conference, 1201–1208. 598 
SIA Merkblatt 2014. (2006). Standard-Nutzungsbedingungen für die Energie- und 599 
Gebäudetechnik (in German). Zürich. 600 
Streicher, K. N., Parra, D., Buerer, M. C., & Patel, M. K. (2017). Techno-economic potential 601 
of large-scale energy retrofit in the Swiss residential building stock. Energy Procedia, 602 
122, 121–126. 603 
Tian, W., Rysanek, A., Choudhary, R., & Heo, Y. (2015). High resolution energy simulations 604 
at city scale. 14th International Conference of IBPSA-Building Simulation. 605 
Tibshirani, R., Walther, G., & Hastie, T. (2001). Estimating the number of clusters in a data 606 
set via the gap statistic. Journal of the Royal Statistical Society: Series B, 63, 411–423. 607 
https://doi.org/10.1111/1467-9868.00293 608 
Trotta, G. (2018). The determinants of energy efficient retrofit investments in the English 609 

















 Single-zone simulation with smart meter data to improve simulation efficiency 
 Retrofit energy saving potential is impacted by occupants’ energy use patterns 
 Cluster centroid profiles to capture variations in occupancy-related schedules 
 Use cluster method to select priority group for house thermal retrofit 
 
